Facility Summary in Silver Bow County in the City of Butte

Location: ACADIA MONTANA Facility Code: 28332
55 Basin Creek Rd Last Inspected On: 04/19/2022
Butte, MT 59701-9704 Silver Bow System Facility ID:47-00458 Operating Permit Renewal Date: 09/21/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Kids Behavioral Health 4064944183

Operator Contact: Bill English;Leon Huizinga;Todd Skartved 4064966329;4064984550;4067822143

Owner/Operator: Kids Behavioral Health

Bill English, UST Class A Operator

Bill English, UST Class B Global Operator
Leon Huizinga, UST Class A Operator
Leon Huizinga, UST Class B Operator
Todd Skartved, UST Class A Operator

Tank Code 01 Tank Installed ; Fiberglass . : g
Tank Age 35 Date 06/22/1987 Tank Material Reinforced Plastic Piping Material Copper Overfill Types Flapper Valve
. - Secondary
Tag Number 3974 Spill Test Date  04/19/2022  Fiping Installed vels Piping Containment AST No
Date Construction Construction Chase
Currently in Sump Tightness Catastrophic L.D . . . ) .
Tank Status Use MLLD Test Date Test Date 04/19/2022 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe 3-Year Line
Capacity 2000 ATG Test Date 04/19/2022 Test Date 08/12/2021 Leak Detection Detection Tightness Test Energy Act No
Overfill Test Date  04/19/2022 ATG Type yeeder Rool/TLS-
Facility Summary in Silver Bow County in the City of Butte
Location: BUTTE MAIN CENTRAL OFFICE Facility Code: 30690
200 W Broadway St Last Inspected On: 10/12/2022
Butte, MT 59701-9226 Silver Bow System Facility ID:56-14034 Operating Permit Renewal Date: 04/18/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Century Link Communication 5016808141
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Operator Contact: Stephanie Miller 5016808141

Owner/Operator: Century Link Communication

Stephanie Miller, UST Class A Operator
Stephanie Miller, UST Class B Global Operator

Tank Code 01 Tank Installed - Fiberglass . . . . .
Tank Age 20 Date 10/02/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 4732 Spill Test Date  02/27/2020  FIPing Installed L Double-Walled ~ HIPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A .
Tank Status Use MLLD Test Date Test Date 02/27/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types
- . Continuous . . -
Product Diesel PLLD Test Date Vel Pjpli) €= ey Tan.k Interstitial Prlmary e 37Year Line Vapor Recovery No
Test Date Leak Detection Monitori Detection Tightness Test
onitoring
. ) . Continuous
Capacity 2500 ATG Test Date L2 T =53 02/27/2020 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-300
Facility Summary in Silver Bow County in the City of Butte
Location: BUTTE SCHOOL DIST 1 BUS BARN Facility Code: 28355
1220 E Front St Last Inspected On: 09/29/2022
Butte, MT 59701-2936 Silver Bow System Facility 1D:47-01980 Operating Permit Renewal Date: 01/31/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 1 Butte

Operator Contact: Bill English;Jed Johnson;Leonard Diaz;Todd Skartved 4064984550;4067822143

Owner/Operator: School Dist 1 Butte

Bill English, UST Class A Operator

Bill English, UST Class B Global Operator
Jed Johnson, UST Class A Operator

Jed Johnson, UST Class B Global Operator
Leonard Diaz, UST Class A Operator
Leonard Diaz, UST Class B Operator

Todd Skartved, UST Class A Operator

Todd Skartved, UST Class B Global Operator
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Tank Code 03 Tank Installed - Fiberglass o : Fiberglass :
Tank Age 30 Date 08/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1892 Spill Test Date 09/29/2022 Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A ) ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery No
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 10000 ATG Test Date 09/29/2022 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco/EMC
Overfill Test Date  09/29/2022 ATG Type Basic,Gilbarco-

Veeder Root/EMC
Basic

Facility Summary in Silver Bow County in the City of Butte

Location: CENEX ZIP TRIP #72
2801 Harrison Ave
Butte, MT 59701-3715 Silver Bow

Facility Code: 28404
Last Inspected On: 11/06/2020

System Facility ID:47-05148 Operating Permit Renewal Date: 12/26/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Deb Morris;Jim Alford;Roy Morris;Sean Hurley 4067824255;5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Deb Morris, UST Class A Operator

Deb Morris, UST Class B Operator

Isaac Durnford, UST Class B Operator

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Karina Serrano, UST Class B Global Operator
Roy Morris, UST Class A Operator

Sean Hurley, UST Class A Operator

Tank Code 08 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 32 Date 03/19/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1707 Spill Test Date Date ConeiEien SonSTEiem None AST No
Tank Status Szgrently '™ MLLD Test Date _Srggs%';ghtness P PR E'sctronic Line Piping Type Pressurized CP Met Types Non-corrodible
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Type 3.0

Leak Detector
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03/19/1990

03/19/1990

03/19/1990

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC
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Tank Age 32 Date 03/19/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
| | e Conswwetion Constructon N . oo
Tank Status Sg(rarently in MLLD Test Date _Sr:;?%;'tightness _(I_Z;It)zs;rlgphic = Eéeaclfrgzitce(l:‘tigre Piping Type Pressurized CP Met Types Non-corrodible
Fowe | oee muoTemoswe PR [DRLGL BERR Dmes  menr vewReey oo
Capacity 6000 ATG Test Date #'e"s‘i E;:mess 05/19/2020 pece %‘gg{ggﬂk [S)Zfé’c”t‘ijoar:y Fllpe Energy Act No

Tank Installed

Fiberglass

Fiberglass

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Silver Bow County in the City of Butte

Overfill Test Date

Location: CENEX ZIP TRIP #73
848 W Park St
Butte, MT 59701-9066 Silver Bow

Facility Code: 28330
Last Inspected On: 05/12/2022

System Facility 1D:47-00386 Operating Permit Renewal Date: 05/16/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Roy Morris;Sean Hurley 4067824255;5095357701,;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Luci Tuttle, UST Class B Operator

Roy Morris, UST Class A Operator

Sean Hurley, UST Class A Operator

Tank Code 05 Tank Installed : Fiberglass - . . . .
Tank Age 24 Date 09/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 4425 Spill Test Date 10/05/2021 Date 05/15/2016 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 04/27/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . . . " Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Gasoline PLLD Test Date 05/22/2019 Test Date L eak Detection Gauging 0.2 Detection :\r/|1ter_st|t[al Vapor Recovery No
onitoring
Capacity 12000 ATG Test Date  08/04/2022 #'e";i E‘;’t';t”ess 01/21/2022 SEREMEETY TENIX R = | D 0. Energy Act Yes

Leak Detection Detection
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

10/05/2021

09/01/1998 Flexible Plastic Ball Float Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

10/05/2021

09/01/1998 Flexible Plastic Ball Float Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Silver Bow County in the City of Butte

10/05/2021

Location: DETENTION CENTER Facility Code: 30760
155 W Quartz St Last Inspected On: 01/28/2020
Butte, MT 59701-9200 Silver Bow System Facility ID:56-14119 Operating Permit Renewal Date: 05/27/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Butte Silver Bow County 4064976569
Operator Contact: Jed Johnson;John Stajcar 4064976569
Owner/Operator: Butte Silver Bow County
Jed Johnson, UST Class A Operator
Jed Johnson, UST Class B Global Operator
John Stajcar, UST Class A Operator
John Stajcar, UST Class B Global Operator
UES(EeE 01 Tank Age 17 Eg?g Ttz 01/31/2005 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
”””””””””””””” G .o Pipinglnstalled ~ Tank oo Piping oo e
B | | Date Construction PRI construction  Povlewaled AST oo
. . A Continuous
Tank Status Currently in MLLD Test Date EE 01/28/2020 CRlEslEie LD Interstitial Piping Type Pressurized CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
- q Continuous ; . Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Egg?(agétzac?ilgn Interstitial [P):{g 2tri)(/) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
| e . TestDate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-300
Facility Summary in Silver Bow County in the City of Butte
Location: FED EX DISTRIBUTION Facility Code: 30904
119771 Rick Jones Way Last Inspected On: 10/28/2020
Butte, MT 59750 Silver Bow System Facility ID:60-15178 Operating Permit Renewal Date: 04/12/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Arc Febttmt 001 LLC 2154493600
Operator Contact: Chong Lee;Greg Peters 4067824176;4086543112
Owner/Operator: Arc Febttmt 001 LLC
Chong Lee, UST Class A Operator
Greg Peters, UST Class A Operator
Greg Peters, UST Class B Operator
Tank Code o I N T s e Flapper
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Tank Age 11 Tank Installed 03/01/2011 Tank Material Fiberglass Piping Material Fiberglass Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
D .. IR | ong sl oo T e PR e ast w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 10/28/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date 10/28/2020 iggfg’;&ng ep E(;gagétzac?ilgn Interstitial [P)gggtri)(/)rljlpe Interstitial Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 20000 ATG Test Date Test Date 07/10/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Overfill Test Date ATG Type Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/
Facility Summary in Silver Bow County in the City of Butte
Location: HOLLOW CONSTRUCTION Facility Code: 28410
404 W Greenwood Ave Last Inspected On: 09/22/2020
Butte, MT 59701-2898 Silver Bow System Facility 1D:47-05359 Operating Permit Renewal Date: 05/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Hollow Contracting;William Hollow 4067826033
Operator Contact: Susan Lasher
Owner/Operator: Hollow Contracting
Owner/Operator: William J Hollow
Susan Lasher, UST Class A Operator
Susan Lasher, UST Class B Operator
Tank Code 2 . 1 00 Ball Float
Tank Age 22 Vel sl iz 01/01/2000 Tank Material Fiberglass . Piping Material Flexible Plastic Overfill Types Valve;Flapper
Date Reinforced Plastic Valve
”””””””””””””” o .. Pipinglnstalled ~ Tank  Piping oo e
Tag Number 4162 Spill Test Date 05/13/2021 Date ConeiEiem SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D Mechanical Line - . ) .
Tank Status Use MLLD Test Date 05/13/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e Diesel P T e Test Date Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
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Gilbarco-Veeder
Root/EMC
Basic;Veeder
Root/Red Jacket
FXID

Ball Float
Flexible Plastic Valve;Flapper
Valve

Fiberglass

01/01/2000 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Gilbarco-Veeder
Root/EMC
Basic;Veeder
Root/Red Jacket
FXID

Ball Float
Flexible Plastic Valve;Flapper
Valve

Fiberglass
Reinforced Plastic

01/01/2000

Mechanical Line
Leak Detector

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Gilbarco-Veeder
Root/EMC

05/13/2021 Basic;Veeder
Root/Red Jacket
FXID

Facility Summary in Silver Bow County in the City of Butte

Location: LISACS SOUTHSIDE EXXON Facility Code: 28406
2544 Harrison Ave Last Inspected On: 08/14/2020
Butte, MT 59701 Silver Bow System Facility ID:47-05202 Operating Permit Renewal Date: 08/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Edward Lisac 4064947056
Operator Contact: Nadene Lisac
Owner/Operator: Edward G Lisac
Owner/Operator: Edward Lisac
Nadene Lisac, UST Class A Operator
Nadene Lisac, UST Class B Operator
Tank Code | 06 ] Tank Installed  ooioo o I Cathodically | ™= o T - e
Tank Age 32 Date 03/08/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 1546 Spill Test Date  03/18/2022  FiPing Installed UELTLS B Double Walled ~ AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 08/14/2020 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . . Continuous
; Line Tightness Secondary Tank Secondary Pipe "
Capacity 10000 ATG Test Date Test Date 07/05/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date 09/17/2020 ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 07 Tank Installed . Cathodically A ; : : q
Tank Age 32 Date 03/08/1990 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 1547 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Cocote. DN | TestDate 0042020 LeakDetection  Gauging0.2  Defection ooz ] .
. . . Continuous
; Line Tightness Secondary Tank Secondary Pipe "
Capacity 10000 ATG Test Date Test Date 07/05/2020 Leak Detection Detection :\r/lner_stltl_al Energy Act No
onitoring
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date 09/17/2020 ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 08 Tank Installed . Fiberglass A ; : : q
Tank Age 27 Date 06/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 1548 Spill Test Date g stttz UELTLS Ll Double Walled AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date Test Date 07/07/2020 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 09/17/2020 ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 09 Tank Installed - Fiberglass . . . . .
Tank Age 27 Date 06/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 1549 Spill Test Date Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 5000 ATG Test Date Test Date 07/04/2020 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  09/17/2020 ATG Type 350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Silver Bow County in the City of Butte

Location: MDOT BUTTE
3751 Wynne Ave
Butte, MT 59701-6712 Silver Bow

Facility Code: 28342
Last Inspected On: 10/26/2021

System Facility 1D:47-01062 Operating Permit Renewal Date: 10/26/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: MDOT Helena 4064446163

Operator Contact: Jeff Gleason;Joe Radonich;Mike Murolo;Walt Kerttula 4064447647

Owner/Operator: MDOT Helena
Charles Stratford, UST Class B Operator
Donald Serich, UST Class B Operator
Jeff Gleason, UST Class A Operator
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Joe Radonich, UST Class A Operator

Joe Radonich, UST Class B Global Operator
Mike Murolo, UST Class A Operator

Paul Jordan, UST Class B Operator

Roy Beckman, UST Class B Operator

Walt Kerttula, UST Class A Operator

TREITls Gl 08 Tank Age 28 E‘;‘g lusiatllz) 08/01/1994 Tank Material Eié)i?]rfglracsesd Plastic Piping Material Egﬁgﬁi% Plastic Overfill Types Flapper Valve
Tag Number 2937 Spill Test Date  10/25/2021 Eiaﬁie”g Lzt Ei':]‘;truction Ei(fri]';?mction AST No

Tank Status Sggrently in MLLD Test Date _Srlég:pD;ightness _(I;;t)zésgrlgphic =i Not Required Piping Type CP Met Types Non-corrodible
B -~ B | esoae (eak becion__ Gaugrgo2  peteeton” | vepor Recovry_ Mo
Capacity 10000 ATG Test Date  10/25/2021 #'e";i Ei;’t';t”ess fgglc(’ ”Dde"’t‘gggﬂk gzggcrlfoar:y e Energy Act No

Overfill Test Date  10/25/2021 ATG Type (B;ggs:rCOIEMC

TEEITls el 09 Tank Age 28 E‘;‘g lusiatllz) 08/01/1994 Tank Material Eié)i?]rfglracsesd Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2938 Spill Test Date  10/25/2021 Eiaﬁie”g Lzt Ei':]‘;truction Ei(fri]';?mction AST No

Tank Status Sg(rarently in MLLD Test Date _Sr:;?%;'tightness _(I_Z;It)zs;rlgphic = Not Required Piping Type CP Met Types Non-corrodible
B B | L (eakDetscion Gaugngos peeston | VaporRecovery Mo
Capacity 10000 ATG Test Date  10/25/2021 #'e";i Ei;’t';t”ess fgglc(’ ”Dde"’t‘gggﬂk gzggcrlfoar:y e Energy Act No

Overfill Test Date  10/25/2021 ATG Type (B;ggs:rCOIEMC

Facility Summary in Silver Bow County in the City of Butte

Location: MONTANA RESOURCES INC
600 Shields Ave
Butte, MT 59701-2705 Silver Bow

Facility Code: 28507
Last Inspected On: 11/30/2020

System Facility ID:47-13549 Operating Permit Renewal Date: 03/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana Resources LLC 4067239542

Operator Contact: Jeremy Fleege;Thomas Dale 4064988360
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Owner/Operator: Montana Resources LLC

Daniel Lorengo, UST Class B Operator
Jeremy Fleege, UST Class A Operator
Jerry Frohreich, UST Class B Operator
Jody D'Arcy, UST Class B Operator
Thomas Dale, UST Class A Operator
Thomas Dale, UST Class B Operator

Tank Code 02 Tank Installed - Fiberglass . . . . . .
Tank Age 25 Date 10/01/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1687 Spill Test Date  05/03/2021  FIPing Installed Es Double-Walled ~ HPING Double Walled  AST No

Date Construction Construction

. . . Continuous
Tank Status Currently in MLLD Test Date S LHiiess 05/03/2021 Celpiiielie LD Interstitial Piping Type Gravity Feed CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -

Product Oil, Waste PLLD Test Date - Interstitial : Interstitial Vapor Recovery No

Test Date Leak Detection Monitoring Detection Monitoring
Capacity 6000 ATG Test Date e e Tiness ST 1N Sl ele Energy Act No

Leak Detection Detection

. Gilbarco-Veeder
Overfill Test Date ATG Type Root/ILS-350

Facility Summary in Silver Bow County in the City of Butte

Location: NORTHWEST PETROLEUM FACILITY
28 Dewey Blvd
Butte, MT 59701-3195 Silver Bow

Facility Code: 30689
Last Inspected On: 04/14/2021

System Facility 1D:56-14033 Operating Permit Renewal Date: 08/04/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Northwest Petroleum Co 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Northwest Petroleum Co
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 ... Tank Installed o0 o I Fiberglass I Fiberglass |y I A
Tank Age 20 Date 04/17/2002 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
" Piping Installed Tank K Piping
Tag Number 4639 Spill Test Date Date 09/15/2006 Construction Double-Walled Construction Double Walled AST No
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Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness 10/08/2020 _(I;;tjzs:t%r.gphic Lie Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. . Statistical n . Statistical
Product Diesel PLLD Test Date ¥:2tkg3 ;E);ng G E;galg)étzac?ilg n gggg;%%ation gg{gg{%s'pe g(\e/ggrtw(():ri?i/ation Vapor Recovery No
Capacity 25000 ATG Test Date !I__ien; 'IE')igtgtness Egglc() %de?;):;ggrr:k I(;?:rt_is?ilili_(ia’lIJS giggcnt(ijoar:y Hlipe Icr:l?grt;?iltji_glljs Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring === Monitoring T
Overfill Test Date ATG Type Sgg?/[ﬁ?sv:gg er
LRl SCEtelels 02 Tank Age 20 Eg?el:( Tl fze 04/17/2002 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types High Level Alarm
Tag Number 4640 Spill Test Date Fiping Installed  o9/15/2006 Lk ion Double-Walled — abind Double Walled  AST No
Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness 10/08/2020 _(I;;tjzs:t%r.gphic Lie Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. . Statistical n . Statistical
Product Diesel PLLD Test Date ¥:2tkg3 ;E);ng G E;galg)étzac?ilg n gggg;%%ation gg{gg{%s'pe g(\e/ggrtw(():ri?i/ation Vapor Recovery No
Capacity 25000 ATG Test Date !I__ien; 'IE')igtgtness Egglc() %de?;):;ggrr:k I(;?:rt_is?ilili_(ia’lIJS giggcnt(ijoar:y Hlipe Icr:l?grt;?iltji_glljs Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == ° " Monitoring T
Overfill Test Date ATG Type Sgg?/[ﬁ?sv:gg er
LRl SCEtelels 03 Tank Age 20 Eg?el:( Tl fze 04/17/2002 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types High Level Alarm
Tag Number 4641 Spill Test Date Fiping Installed - o9/1512006 Lk ion Double-Walled — abind Double Walled  AST No
Tank Status Sggently in MLLD Test Date ?gg:pD;'ightness 10/08/2020 _(I;;tjzs:t%r.gphic Lie Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Product Diesel PLLD Test Date ?ggtk g’ei‘?;ng ap Eég](alir))ét-(l;irt]ilgn at\%ir?ttfél _ BgtTe gtri)(l) rl:’ipe ﬁ]t\(/’:‘(teirs)tt(i)crl?_/l ‘ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation _ |EEEEEEENNNN Roconciliation [N
Capacity 25000 ATG Test Date !I__ien; 'IE')igtgtness Egglc() %de?;):;ggrr:k I(;?:rt_Isr:ilili_(ia’lIJS giggcnt(ijoar:y Hlipe Icr:l?grt;?iltji_glljs Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == °  Monitoring T
Overfill Test Date ATG Type Gilbarco Veeder
LRl SCEtelels 04 Tank Age 20 Eg?el:( Tl fze 04/17/2002 Tank Material Ei:iirfglr?:zsd Plastic Piping Material Eigii;glriséz Plastic Overfill Types High Level Alarm
Tag Number 4642 Spill Test Date Fiping Installed  o9/1512006 sk ion Double-Walled — abind Double Walled  AST No
Tank Status  Cu ™Y1 MLLD Test Date Sump TONMEss — 10/08/2020 %"‘)nggphic LD LC;?Q?'ST&‘.ZF Piping Type Safe Suction CP Met Types  Non-corrodible
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ontoring L
Product Diesel PLLD Test Date $22tkg3 ei\?;ng o E;g‘(aéﬁtzac?ilg n it\é/letzlr?ttl)crill Bg{gg{%sipe ﬁ]t\eligr?ttl)cr?/l Vapor Recovery No
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04/17/2002

04/17/2002

04/17/2002

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450
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Continuous
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Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
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Statistical
Inventory
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Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring




Tank Installed

Fiberglass

Fiberglass

Tank Age 20 Date 04/17/2002 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
| e De” PSR Constuetion OWN0 Ganucion e D oo
Tank Status Sg(rarently in MLLD Test Date _Sr:;?%;'tightness 04/15/2020 _(I_Z;It)zs;rlgphic = Not Required Piping Type Gravity Feed CP Met Types Non-corrodible
Product Diesel PLLD Test Date $22tk g’;ﬂng ep Eég?(agétzac?ilgn ﬁ]t\?gr?tt(i;:rsl _ EP)Z{; f:ltri)(/) rl:ipe ﬁ]t\?éir?tt(i;?(l ‘ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Roconciliation [N
. ) Continuous ; Continuous
Capacity 25000 ATG Test Date .Il‘.gls(: 'lglagltr;tness f:glg %de?;%t}-gﬂk :\%er:igﬂilg gzgg;?oar:y gt :\;]I)erﬁ(t)ltr:ﬁlg Energy Act No

. Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-450

Facility Summary in Silver Bow County in the City of Butte

Location: RD'S QUICK FUEL
16 E Dewey Blvd
Butte, MT 59701-3195 Silver Bow

Facility Code: 28506
Last Inspected On: 08/10/2022

System Facility ID:47-13531 Operating Permit Renewal Date: 12/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City Service Valcon LLC

Operator Contact: Kary Tonjum 4067554321
Owner/Operator: City Service Valcon LLC
Kary Tonjum, UST Class A Operator
Kary Tonjum, UST Class B Operator
Mitchell Kilmer, UST Class B Operator
Roy Morris, UST Class B Global Operator
Tank Code | o ] Tank Installed oo oo I Fiberglass | I Fiberglass |~ - e
Tank Age 28 Date 08/01/1994 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 1712 Spill Test Date 12/08/2021 Date ConsiEien SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel, Dyed PLLD Test Date Test Date Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date 05/09/2022 Test Date 08/20/2013 Leak Detection Detection Energy Act No

Report Created: 11/1/2022
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Franklin Fueling
Systems/TS-
LS500 E

Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500 E
Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500 E
Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

05/09/2022 08/20/2013 No
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Franklin Fueling
Systems/TS-
LS500 E

Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500 E
Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500 E
Series;Incon/TS-
550 EVO

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

08/01/1994 Ball Float Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

05/09/2022 08/20/2013 No
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Franklin Fueling
Systems/TS-

Overfill Test Date  04/13/2021 ATG Type LS500 E
Series;Incon/TS-
550 EVO

Facility Summary in Silver Bow County in the City of Butte

Location: SILVER BOW COUNTY PUBLIC WORKS Facility Code: 28500
Browns Gulch Last Inspected On: 03/18/2022
Butte, MT 59701 Silver Bow System Facility 1D:47-13157 Operating Permit Renewal Date: 06/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Silver Bow County Browns Gulch Landfill 4064976521

Operator Contact: Todd Skartved 4064984550

Owner/Operator: Silver Bow County Browns Gulch Landfill

Todd Skartved, UST Class A Operator
Todd Skartved, UST Class B Global Operator

Tank Code 01 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
I | Spil Testbate  O0SMZEOZL pate Construction  POPeWAId  Gongiruction  PowleWaled - AST oo
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
PEEILE! Diesel FEHD T (B Test Date Leak Detection Gauging 0.2 Detection VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestDate  OBM2202L  Testpate Leak Detection Detection .
Overfill Test Date  07/07/2021 ATG Type gggiacrc"’ EMC
Facility Summary in Silver Bow County in the City of Butte
Location: ST JAMES HEALTHCARE INC Facility Code: 28426
400 S Clark St Last Inspected On: 09/29/2022
Butte, MT 59701-2328 Silver Bow System Facility ID:47-06924 Operating Permit Renewal Date: 12/05/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: St James Healthcare Inc 4067232747
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Operator Contact: Keith Walsh;Thomas McKenna 4064171869;4066986391

Owner/Operator: St James Healthcare Inc

James Sullivan, UST Class B Operator

Keith Walsh, UST Class A Operator

Mark McGivern, UST Class B Operator

Thomas McKenna, UST Class A Operator
Thomas McKenna, UST Class B Global Operator

Tank Code 05 Tank Installed . Fiberglass - . . . .
Tank Age 21 Date 05/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 4449 Spill Test Date 11/11/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date 11/11/2021 Type 3.0 Auto Dialer Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous ; 8 Continuous
Product Diesel PLLD Test Date iggtkg’;ﬂng €r Eg:?(agétzac?ilgn Interstitial [P):altrzgtri)é E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date 09/29/2022 Test Date Leelk DeEEiim e Energy Act No
. Gilbarco-Veeder
Overfill Test Date  11/11/2021 ATG Type ROOUTLS-300
Facility Summary in Silver Bow County in the City of Butte
Location: THREE BEARS ALASKA Facility Code: 30832
45 Three Bears Dr Last Inspected On: 08/15/2019
Butte, MT 59701-7171 Silver Bow System Facility 1D:60-15058 Operating Permit Renewal Date: 01/09/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: FIP Master Funding II, LLC 6024485226
Operator Contact: Dave Goody;Lindsay Myers;Wendy Whelchel 4064947547

Owner/Operator: FIP Master Funding I, LLC

Dave Goody, UST Class A Operator

Dave Goody, UST Class B Operator
Lindsay Myers, UST Class A Operator
Lindsay Myers, UST Class B Operator
Matt Dunne, UST Class B Global Operator
Wendy Whelchel, UST Class A Operator
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Wendy Whelchel, UST Class B Operator

Tank Code 01 Tank Installed . Fiberglass A ; : : q
Tank Age 15 Date 04/24/2007 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5103 Spill Test Date Date 10/25/2006 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 04/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
_ . Continuous ; q
. Tank/Piping CP Primary Tank L Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Interstitial Detection ELLD 0.2 Vapor Recovery No
Monitoring
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 17000 ATG Test Date Test Date Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOU/TLS-350
Tank Code 02 Tank Installed . Fiberglass A ; : : q
Tank Age 15 Date 04/24/2007 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 5104 Spill Test Date Date 10/25/2006 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 04/22/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
_ . Continuous ; q
. Tank/Piping CP Primary Tank L Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Interstitial Detection ELLD 0.2 Vapor Recovery No
Monitoring
. . : Continuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date Leak Detection Detection :\r/}genrigtrzﬁg Energy Act No

Overfill Test Date

Gilbarco-Veeder
Root/TLS-350

Facility Summary in Silver Bow County in the City of Butte

Location: THRIFTWAY SUPER STOP 1
3501 Harrison Ave
Butte, MT 59701-3547 Silver Bow

Facility Code: 28433
Last Inspected On: 02/11/2022

System Facility ID:47-07932 Operating Permit Renewal Date: 05/06/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: David Sutey;Sutey Oil Co Inc 4064942305

Operator Contact: Jack Hook;Linda Otonicar;Louis Sutey 4064915808;4064942305

Owner/Operator: David L Sutey
Owner/Operator: Sutey Oil Co Inc
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Cindy Beck, UST Class B Operator

Jack Hook, UST Class A Operator

Jack Hook, UST Class B Global Operator
Jack Hook, UST Class B Operator

James Brown, UST Class B Operator
Linda Otonicar, UST Class A Operator
Louis Sutey, UST Class A Operator

Louis Sutey, UST Class B Global Operator
Shelby Hart, UST Class B Operator

02/10/2022

02/10/2022

11/30/2021

Report Created: 11/1/2022

04/10/1990

04/10/1990

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass
Reinforced Plastic
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Flapper Valve

Flapper Valve
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02/10/2022

02/10/2022

02/10/2022

04/10/1990

04/10/1990

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Facility Summary in Silver Bow County in the City of Butte
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Fiberglass
Reinforced Plastic

Flapper Valve

Fiberglass
Reinforced Plastic

Flapper Valve



Location: THRIFTWAY SUPER STOP 16
4701 Harrison Ave
Butte, MT 59701-7002 Silver Bow

System Facility ID:47-10657

Facility Code: 28486

Last Inspected On: 06/28/2022

Operating Permit Renewal Date: 07/10/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Sutey Qil Co Inc

4064942305

Operator Contact:

Linda Otonicar;Louis Sutey

4064915808;4064942305

Owner/Operator: Sutey Oil Co Inc

Geoff Gifford, UST Class B Operator
Linda Otonicar, UST Class A Operator
Louis Sutey, UST Class A Operator

Tank Code 01 Tank Installed . Cathodically - . .
Tank Age 35 Date 11/01/1987 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1921 Spill Test Date 03/18/2022 Date - oS T None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 06/28/2022 Test Date 06/14/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 06/28/2022 Test Date 02/10/2019 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date  06/28/2022 ATG Type EMC Veeder
Root/8494 Series
WPLLD
Tank Code 02 Tank Installed . Cathodically - . .
Tank Age 35 Date 11/01/1987 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1922 Spill Test Date 03/18/2022 Date - oS T None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/28/2022 Test Date 06/14/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 06/28/2022 Test Date 02/11/2019 Leek Dacsiion Detection Energy Act No

Report Created: 11/1/2022

Page [24] of [52]



Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Cathodically
Protected Steel

06/28/2022

11/01/1987 Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

06/28/2022

Cathodically
Protected Steel

11/01/1987 Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Facility Summary in Silver Bow County in the City of Butte

06/28/2022

Location: THRIFTWAY SUPER STOP 2 Facility Code: 28436
1900 S Montana St Last Inspected On: 06/13/2022
Butte, MT 59701-3023 Silver Bow System Facility ID:47-07935 Operating Permit Renewal Date: 06/12/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Sutey Oil Co Inc 4064942305

Operator Contact: Jack Hook;Linda Otonicar;Louis Sutey 4064915808;4064942305

Owner/Operator: Sutey Oil Co Inc

Jack Hook, UST Class A Operator

Jessica Willis, UST Class B Global Operator
Linda Otonicar, UST Class A Operator
Louis Sutey, UST Class A Operator

Louis Sutey, UST Class B Global Operator

Tank Code 04 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 33 Date 05/15/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
| . Spil Testbate 02102022 pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR Gasolne  PLLDTestbate  OOFY2022  TestDate 00le9f2022 | LeakDetection  Gauging02 Defection etz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 11627 ATG Test Date 06/30/2022 Test Date 04/15/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RoOOt/TLS-
. 350/Gilbarco
Overfill Test Date 02/10/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 05 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 33 Date 05/15/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
| e Spil Testbate 02102022 pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 06/13/2022 Test Date 06/29/2022 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestDate 000022 Testpate OUISEIS  LeakDetection Detection” .
Gilbarco-Veeder
RoOOt/TLS-
. 350/Gilbarco
Overfill Test Date  02/10/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 06 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 33 Date 05/15/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
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Piping Installed Tank Piping

| . Spil Testbate  O2MOZO22  pae Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestDate  OOR3E022  fesipate C0f29/2022  LeakDetection  Gauging02 Defection epez ] e
. Line Tightness Secondary Tank Secondary Pipe

Capacity 11627 ATG Test Date 06/30/2022 Test Date 04/15/2019 Lerk e Detection Energy Act No
Gilbarco-Veeder
Root/TLS-

. 350/Gilbarco
Overfill Test Date 02/10/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Silver Bow County in the City of Butte
Location: THRIFTWAY SUPER STOP 4 Facility Code: 28435
2610 Harrison Ave Last Inspected On: 04/26/2022
Butte, MT 59701 Silver Bow System Facility 1D:47-07934 Operating Permit Renewal Date: 06/20/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: David Sutey;Sutey Oil Co Inc 4064942305
Operator Contact: Geoff Gifford;Jack Hook;Linda Otonicar;Louis Sutey 4064915808;4064942305;4064943155

Owner/Operator: David L Sutey
Owner/Operator: Sutey Oil Co Inc

Geoff Gifford, UST Class A Operator

Jack Hook, UST Class A Operator

Kasey Maes, UST Class B Operator

Linda Otonicar, UST Class A Operator

Linda Otonicar, UST Class B Global Operator
Louis Sutey, UST Class A Operator

Louis Sutey, UST Class B Global Operator

Tank Code 05 Tank Installed : Fiberglass - . Fiberglass .
Tank Age 32 Date 03/13/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2067 Spill Test Date  12/01/2021  Fiping Installed el Pty None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestDate  OWZ0R022  fTestbae Leak Detection _ Gauging02 ___ Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 11627 ATG Test Date 04/26/2022 Test Date 01/25/2022 Leak Detection Detection Energy Act No
Veeder Root/8484
Overfill Test Date  07/18/2022 ATG Type Series
PLLD;Veeder
Root/TLS-350
Tank Code 06 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 32 Date 03/13/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 2068 Spill Test Date 12/01/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestDate  OWZ0R022  fTestbae Leak Detection _ Gauging0.2 ___ Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 11627 ATG Test Date 04/26/2022 Test Date 01/25/2022 Leak Detection Detection Energy Act No
Veeder Root/8484
Overfill Test Date  07/18/2022 ATG Type Series
PLLD;Veeder
Root/TLS-350
Tank Code 07 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 32 Date 03/13/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2069 Spill Test Date 12/01/2021 gy lusiizle UELTLS n Pl " None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date 04/15/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  OW2020%2  testbae Leak Detection _ Gauging0.2 ___ Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 11627 ATG Test Date 04/26/2022 Test Date 01/25/2022 Leak Detection Detection Energy Act No
Veeder Root/8484
Overfill Test Date 07/18/2022 ATG Type Series
PLLD;Veeder
Root/TLS-350

Facility Summary in Silver Bow County in the City of Butte

Location: THRIFTWAY SUPER STOP 5
901 E Front St
Butte, MT 59701-2929 Silver Bow

Facility Code: 28334
Last Inspected On: 04/07/2022

System Facility ID:47-00942 Operating Permit Renewal Date: 06/12/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: David Sutey;Sutey Oil Co Inc 4064942305
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Operator Contact: Jack Hook;Linda Otonicar;Louis Sutey

4064915808;4064942305

Owner/Operator: David L Sutey

Owner/Operator: Sutey Oil Co Inc

Allen Beagley, UST Class B Global Operator
Allen Beagley, UST Class B Operator

Jack Hook, UST Class A Operator

Jack Hook, UST Class B Global Operator

Jack Hook, UST Class B Operator

Kenneth Beck, UST Class B Global Operator
Linda Otonicar, UST Class A Operator

Linda Otonicar, UST Class B Operator

Louis Sutey, UST Class A Operator

Louis Sutey, UST Class B Global Operator
Robert Osmanson, UST Class B Operator

[ 05 Tank Installed Fiberglass Ball Float
Tank Age 28 Date 08/01/1994 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types xg:xg;Flapper
TagNumber 2059 | Spill TestDate 020z FPNGnstalled oo Tank Piping DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 11/01/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . ) . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Gasoline PLLD Test Date 02/11/2022 Test Date Leak Detection Gauging 0.2 Detection :\rﬂner_stltl_al Vapor Recovery No
onitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 02/11/2022 Test Date 08/16/2021 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Overfill Test Date 03/18/2022 ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 06 ) Ball Float
Tank Age 28 Vatile sillizs 08/01/1994 Tank Material Fiberglass . Piping Material Flexible Plastic Overfill Types Valve;Flapper
Date Reinforced Plastic Valve
TagNumber 2000 | Spill TestDate  opizopz  FPNGnstalled yyoopng  Tank o Piping Double Walled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A .
Tank Status Use MLLD Test Date Test Date 11/01/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date 02/11/2022 Test Date Leak Detection Gauging 0.2 Detection Inter;tltl_al Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring . .
Capacity 12000 ATG Test Date  02/11/2022  in€ Ohiness ;.1 05059 Szl Uelils Secondary Pipe |, Energy Act No

Report Created: 11/1/2022
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Leak Detection

Detection
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Gilbarco-Veeder

Overfill Test Date 03/18/2022 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 07 : Ball Float
Tank Installed . Fiberglass . . . ) . .
Tank Age 28 Date 08/01/1994 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types xg:xg,Flapper
TagNumber 2061 | Spill TestDate  opizopz  FPNGnstalled oo o Tank Piping DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date Test Date 11/01/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Gasoline PLLD Test Date 02/11/2022 Test Date Leak Detection Gauging 0.2 Detection :Gter_stltl_al Vapor Recovery No
onitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 02/11/2022 Test Date 08/20/2021 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Overfill Test Date 03/18/2022 ATG Type Root/TLS-

350/Gilbarco EMC
Facility Summary in Silver Bow County in the City of Butte

Location: THRIFTWAY SUPER STOP 6
2401 Continental Dr
Butte, MT 59701-6562 Silver Bow

Facility Code: 28437
Last Inspected On: 01/10/2022

System Facility 1D:47-07936 Operating Permit Renewal Date: 02/27/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: David Sutey;Sutey Oil Co Inc 4064942305

Operator Contact: Jack Hook;Ken Beck;Linda Otonicar;Louis Sutey 4064915808;4064942305;4067232022

Owner/Operator: David L Sutey
Owner/Operator: Sutey Oil Co Inc

Dean Brown, UST Class B Operator

Jack Hook, UST Class A Operator

Jack Hook, UST Class B Global Operator
Jack Hook, UST Class B Operator

Jessica Willis, UST Class B Global Operator
Ken Beck, UST Class A Operator

Ken Beck, UST Class B Operator

Linda Otonicar, UST Class A Operator
Louis Sutey, UST Class A Operator

Louis Sutey, UST Class B Global Operator
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Marianne Taylor, UST Class B Operator

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

05/07/1968 Bare Steel Flexible Plastic Flapper Valve

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC

05/07/1973 Bare Steel Flexible Plastic Flapper Valve

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
11/17/2021 Root/TLS-
350/Gilbarco EMC

Facility Summary in Silver Bow County in the City of Butte
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Location: TOWN PUMP BUTTE #5
2305 Continental Dr
Butte, MT 59701 Silver Bow

Facility Code: 30912
Last Inspected On: 08/19/2022

System Facility ID:60-15187 Operating Permit Renewal Date: 06/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 5 Town Pump LLC;Town Pump Inc Northwest Missoula 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Butte 5 Town Pump LLC
Owner/Operator: Town Pump Inc Northwest Missoula
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code oo 1 - 1 Ball Float
Tank Installed . Fiberglass _ . Fiberglass q .
Tank Age 11 Date 11/01/2011 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:xZ,Flapper
TagNumber 30 | Spill TestDate Piping Installed (75500, TAOK oo waleg  PIRING Double Walled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery Yes
Monitoring Monitoring
. . Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date " Inventory : Inventory Energy Act Yes
Test Date Leak Detection . ciliation PG Reconciliation
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 02 ) ) Ball Float
Tank Installed . Fiberglass . . Fiberglass . .
Tank Age 11 Date 11/01/2011 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:xg,Flapper
TagNumber | ss11 | spill TestDate Piping Installed (750000, TANK oo waieg  PIRING DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. ) Statistical . Statistical
Capacity 8000 ATG Test Date L2 M 153 SEEERCIENY TEIE Inventory SREIIE [FpE Inventory Energy Act Yes

Report Created: 11/1/2022
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Reconciliation

Detection
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOUTLS-350
Tank Code 03 ; ) Ball Float
Tank Installed . Fiberglass . ; Fiberglass g .
Tank Age 11 Date 11/01/2011 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:x:,Flapper
TagNumber 5312 | spill TestDate Piping Installed 7559y Tank DoubleWaled  PPING DoubleWalled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous ; 8 Continuous
Product Gasoline PLLD Test Date iggfﬁ;{’éng €r E;gagétzac':ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
g ] Statistical : Statistical
Capacity 12000 ATG Test Date .II‘.Ln;: 'ggtlgtness SRR TEls Inventory SEEEEE P Inventory Energy Act Yes

Leak Detection

Reconciliation

Detection

Reconciliation

. Gilbarco-Veeder
Overfill Test Date Root/TLS-350

Facility Summary in Silver Bow County in the City of Butte

Location: TOWN PUMP INC BUTTE 1
1370 Harrison Ave
Butte, MT 59701-4848 Silver Bow

Facility Code: 28450
Last Inspected On: 08/29/2022

System Facility ID:47-08679 Operating Permit Renewal Date: 09/19/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers

Owner/Operator: Butte 1 Town Pump LLC

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator
TankCode 05 ... Tank Installed oo oo I Cathodically o ™= N | - e

Tank Age 34 Date 04/11/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
" Piping Installed Tank Piping
Tag Number 2618 Spill Test Date 04/28/2021 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. n Statistical 5 . Statistical
Product Gasoline PLLD Test Date  07/25/2022 1:21‘@;{’;”9 CP 042772021 E;g‘l‘(a&;?t‘i‘;n Inventory e A Inventory Vapor Recovery  No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Capacity 8000 ATG Test Date 06/09/2022 Test Date Leak Detection Energy Act No

Report Created: 11/1/2022
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Report Created: 11/1/2022

04/28/2021

04/11/1986

04/11/1988

07/28/1991

Gilbarco-Veeder
ROOt/TLS-
350;Veeder Root/

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
350;Veeder Root/

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350;Veeder Root/

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder Root/
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Reconciliation

Continuous
Interstitial
Monitoring

Ball Float Valve

Impressed
Current

Ball Float Valve

Impressed
Current

Ball Float Valve



Location: TOWN PUMP INC BUTTE 10
901 N Excelsior Ave
Butte, MT 59701 Silver Bow

Facility Summary in Silver Bow County in the City of Butte

System Facility ID:47-08687

Facility Code: 28458

Last Inspected On: 09/11/2020

Operating Permit Renewal Date: 02/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 10 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Butte 10 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code | oo ] Tank Installed L onoor ek v I Cathodically | = N T .
Tank Age 51 Date 04/12/1971 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 2633 Spill Test Date  07/13/2021  Lping Installed ;55519 Tank Interorimpressed | PIPING Double Walled ~ AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 04/30/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- n Statistical n n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date Test Date 08/08/2020 Leak Detection Inventory _ Detection Inter;tltl_al Vapor Recovery No
Reconciliation Monitoring
8 n ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Inventory ) Energy Act Yes
Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/13/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed . Cathodically - . . . .
Tank Age 51 Date 04/12/1971 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 2634 Spill Test Date  07/13/2021  Liping Installed ;55519 Tank Interorimpressed PIPING Double Walled ~ AST No
9 P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 04/30/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- n Statistical n n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date Test Date 08/08/2020 Leak Detection Inventory _ Detection Inter;tltl_al Vapor Recovery No
Reconciliation Monitoring

Report Created: 11/1/2022
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Statistical

Line Tightness Inventory

Secondary Tank Secondary Pipe

Test Date Leak Detection Detection Reconciliation
Gilbarco-Veeder
ROOt/TLS-
Overfill Test Date 07/13/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD

Facility Summary in Silver Bow County in the City of Butte

Location: TOWN PUMP INC BUTTE 2
531 S Montana St
Butte, MT 59701 Silver Bow

Facility Code: 28451
Last Inspected On: 08/22/2022

System Facility ID:47-08680 Operating Permit Renewal Date: 10/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 2 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Butte 2 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 04 ... Tank Installed oo o I Fiberglass = N . .
Tank Age 1 Date 03/31/2021 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 6038 Spill Test Date 03/19/2021 Date 03/31/2021 ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 03/19/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Gasoline PLLD Test Date 04/12/2021 1:2:({5;?;”9 € E;Z‘(aéitzi?ilgn Interstitial ggtrggt%s'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
- g Statistical . Statistical
Capacity 24000 ATG Test Date .I;lensi El;;tl;tness f:glc() %de?;)éggqu Inventory ggfg;?oar:y e Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 03/19/2021 ATG Type 450PLUS;Veeder
Root/8590 Series
DPLLD
Tank Code 05 Tank Installed 5 Fiberglass fef : Fiberglass g
Tank Age 1 Date 03/31/2021 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 6039 Spill Test Date  03/19/2021  Fiping Installed 5,51 15051 UELTLS Double-Walled ~ FIPINg Double Walled ~ AST No

Report Created: 11/1/2022
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Construction

Construction
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Report Created: 11/1/2022

03/19/2021

03/19/2021

03/19/2021

03/19/2021

03/31/2021

03/31/2021

03/31/2021

03/31/2021

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical

Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450PLUS;Veeder
Ro00t/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
450PLUS

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450PLUS;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Double-Walled
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Flexible Plastic

Double Walled

Flapper Valve

Flapper Valve



Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 03/19/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
- f Statistical . Statistical
Capacity 15000 ATG Test Date ‘II_'Iens? 'I[')leglytt;tness E:glc() %de?;{t}-grr:k Inventory ng:cnt(ijoar:y e Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
RoOt/TLS-
Overfill Test Date 03/19/2021 ATG Type 450PLUS;Veeder
Root/8590 Series
DPLLD
Tank Code 09 Tank Installed . Fiberglass _ . . . .
Tank Age 1 Date 03/31/2021 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 6043 Spill Test Date 03/19/2021 Date 03/31/2021 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 03/19/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel, Dyed PLLD Test Date iggfg’;&ng ep E(;gagétzac?ilgn Interstitial [P)gggtri)(/)rljlpe Interstitial Vapor Recovery No
Monitoring Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date " Inventory : Inventory Energy Act Yes
Test Date Leak Detection Reconciliation Detection Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 03/19/2021 ATG Type 450PLUS;Veeder

Root/8590 Series
DPLLD

Facility Summary in Silver Bow County in the City of Butte

Location: TOWN PUMP INC BUTTE 3
2328 S Montana St
Butte, MT 59701 Silver Bow

Facility Code: 28453
Last Inspected On: 07/22/2022

System Facility 1D:47-08682 Operating Permit Renewal Date: 07/27/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 3 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Butte 3 Town Pump LLC

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator

Report Created: 11/1/2022
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Tank Code 01 Tank Age 41 Tank Installed 04/11/1981 Tank Material Cathodically Piping Material Fiberglass Overfill Types Ball Float Valve
Date Protected Steel Reinforced Plastic
. Piping Installed Tank Piping
Tag Number 2625 Spill Test Date 09/21/2022 Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Armf n Statistical ; 8 Statistical
Product Gasoline PLLD Test Date 05/22/2022 ¥:2tkg3;?;ng ar 07/01/2021 E;g‘(aéitzi?ilgn Inventory gggg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
: Line Tightness Secondary Tank  Approved Remote Secondary Pipe Approved Remote
Gy 12000 AT Tt DR 05/22/2022 Test Date Leak Detection Monitoring Detection Monitoring SIS /A8 No
Gilbarco-Veeder
Overfill Test Date 09/21/2022 ATG Type Root/TLS-
350;Veeder Root/
Tank Code 04 Tank Installed : Fiberglass - . Fiberglass .
Tank Age 32 Date 10/01/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2626 Spill Test Date 09/21/2022 Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 05/22/2022 ¥:2tkg3;?;ng ar 05/05/2012 E;g‘(aéitzi?ilgn Inventory gggg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
n Line Tightness Secondary Tank  Approved Remote Secondary Pipe Approved Remote
S el 12000 ATTE T (DR 05/22/2022 Test Date Leak Detection Monitoring Detection Monitoring Sty e No
Gilbarco-Veeder
Overfill Test Date 09/21/2022 ATG Type RooOt/TLS-
350;Veeder Root/
Tank Code 05 Tank Installed n Fiberglass A - Fiberglass n
Tank Age 32 Date 10/01/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2627 Spill Test Date 07/14/2021 Date - oS Eem None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 05/22/2022 ¥:2tkg3;?;ng ar 05/05/2012 E;g‘(aéitzi?ilgn Inventory gggg{%slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
n Line Tightness Secondary Tank  Approved Remote Secondary Pipe Approved Remote
S el 12000 ATTE T (DR 05/22/2022 Test Date Leak Detection Monitoring Detection Monitoring Sty e No
Gilbarco-Veeder
Overfill Test Date 07/14/2021 ATG Type Root/TLS-
350;Veeder Root/
Tank Code 06 Tank Installed n Fiberglass A - Fiberglass n
Tank Age 32 Date 10/01/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2628 Spill Test Date  07/14/2021  Fiping Installed TELTIS I None AST No

Report Created: 11/1/2022
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 05/22/2022 05/05/2012 . Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
Capacity 12000 ATG Test Date 05/22/2022 Line Tightness Secondary Tank  Approved Remote Secondary Pipe Approved Remote Energy Act No

Test Date Leak Detection Monitoring Detection Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder Root/

Facility Summary in Silver Bow County in the City of Butte

Overfill Test Date 07/14/2021 ATG Type

Location: TOWN PUMP INC BUTTE 4
3700 Harrison Ave
Butte, MT 59701 Silver Bow

Facility Code: 30581
Last Inspected On: 08/29/2022

System Facility ID:56-13911 Operating Permit Renewal Date: 10/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 4 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Butte 4 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 ...~ Tank Installed oo oo I Fiberglass o ™ N 1 .
Tank Age 23 Date 04/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4022 Spill Test Date 06/01/2022 Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 06/19/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Statistical n n Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Inventory ) Detection Inventory ) Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation NS Roconciliation . [N
8 n Continuous ; Continuous
n Line Tightness Secondary Tank - Secondary Pipe -
Capacity 8000 ATG Test Date 06/29/2021 Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 06/01/2022 ATG Type 350;Veeder
Root/8484 Series
PLLD
VS ERe 02 Tank Age 23 [ 04/01/1999 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Flapper Valve
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Date

Reinforced Plastic
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Report Created: 11/1/2022

02/11/2021

04/01/1999

04/01/1999

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD
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Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flapper Valve

Flapper Valve



Tank Code 05 Tank Installed . Fiberglass . . . . .
Tank Age 23 Date 04/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 4026 Spill Test Date 06/01/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 06/19/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical n n Statistical
Product Diesel PLLD Test Date iggfg’;&ng &p E(regagétzac?ilt()n Inventory [P)gggtri)(/)rljlpe Inventory Vapor Recovery No
Reconciliation Reconciliation
. ) Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 6000 ATG Test Date 06/29/2021 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date 06/01/2022 ATG Type 350;Veeder
Roo0t/8484 Series
PLLD
Tank Code 06 Tank Installed - Fiberglass A - ; . q
Tank Age 23 Date 04/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4294 Spill Test Date  04/26/2021  FIping Installed el Double-Walled ~ HPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - : .
Tank Status Use MLLD Test Date Test Date 06/19/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Diesel PLLD Test Date iggtkg:;?;ng ap Eéﬂatr))ét-(l;ac?ilt()n Inventory B:ggtri)(l)s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
8 n Continuous ; Continuous
Capacity 6000 ATG Test Date 06/29/2021 ‘II_'Iens? El;i;tness E:glc() %de?;iggrr:k Interstitial ng:cnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 06/29/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD

Facility Summary in Silver Bow County in the City of Butte

Location: TOWN PUMP INC BUTTE 8
2001 Dewey Blvd
Butte, MT 59701 Silver Bow

Facility Code: 28457
Last Inspected On: 10/20/2022

System Facility ID:47-08686 Operating Permit Renewal Date: 10/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Butte 8 Town Pump LLC 4064976700

Operator Contact: Trent Biggers
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Owner/Operator: Butte 8 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Cathodically
Protected Steel

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8494 Series
WPLLD

Cathodically
01/01/1977 Protected Steel Flapper Valve

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
RoOOt/TLS-
350;Veeder
Root/8494 Series
WPLLD

Cathodically
10/01/1981 Protected Steel

Flapper Valve

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

08/10/2022 No
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Gilbarco-Veeder

Root/TLS-
Overfill Test Date 07/20/2021 ATG Type 350;Veeder
Roo0t/8494 Series
WPLLD
Tank Code 02 Tank Installed . Cathodically . . .
Tank Age 41 Date 10/01/1981 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
n Piping Installed Tank Piping
| e Spil Testbate 00RO pate Construction Construction  M"® D o
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 10/20/2022 $22tkg3;{)éng SiF 05/03/2021 Egg‘(agét-gi?ilgn Inventory gg{g?{% rF:lpe Inventory Vapor Recovery No
Reconciliation Reconciliation
: Line Tightness Secondary Tank Secondary Pipe
Capacity 30000 ATG Test Date 08/10/2022 Test Date Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/20/2021 ATG Type 350;Veeder
Roo0t/8494 Series
WPLLD

Facility Summary in Silver Bow County in the City of Melrose

Location: MELROSE BAR
120 Main St
Melrose, MT 59743 Silver Bow

Facility Code: 28431
Last Inspected On: 02/03/2021

System Facility ID:47-07486 Operating Permit Renewal Date: 03/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Melrose License Holdings LLC;Rebecca Mergenthaler 4067993577
Operator Contact: Lee Lively;Rebecca Mergenthaler 4067993577
Owner/Operator: Melrose License Holdings LLC
Owner/Operator: Rebecca Mergenthaler
Lee Lively, UST Class A Operator
Lee Lively, UST Class B Operator
Rebecca Mergenthaler, UST Class A Operator
Rebecca Mergenthaler, UST Class B Operator
Tank Code oo ] Tank Installed o oiaan ey aare I Cathodically I Fiberglass o .
Tank Age 39 Date 05/08/1983 Tank Material Protected Steel Piping Material Overfill Types Flapper Valve

Reinforced Plastic
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Lined

n Piping Installed Tank : Piping
Tag Number 4054 Spill Test Date 11/09/2021 Date 08/16/2011 Construction Icr:lltj?:leonrtllmpressed Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! Impressed
Tank Status Use MLLD Test Date Test Date 11/09/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
L . . . . Continuous
Product Gasoline PLLD Test Date 08/18/2022 Vel el € 02/03/2021 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitoring
PN =2 . | Line Tightness .o Secondary Tank Secondary Pipe . oo oo
Capacity 10000 ATG Test Date 08/18/2022 Test Date 10/06/2020 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 02/10/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 02 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 39 Date 05/08/1983 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 4055 Spill Test Date  11/09/2021  Hiping Installed 40/ 6/5079 TN Intenorfimpressea PIPING None AST No
g P Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 11/09/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
L . . . . Continuous
Product Diesel PLLD Test Date 08/18/2022 Vel el € 02/03/2021 PRy Tan.k Automatlc Tank Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Gauging 0.2 Detection Monitoring
PN @@ . | Line Tightness .o Secondary Tank Secondary Pipe . oo oo
Capacity 6000 ATG Test Date 08/18/2022 Test Date 10/06/2020 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
RooOt/TLS-
. 350/Gilbarco
Overfill Test Date 02/10/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Silver Bow County in the City of Rocker
Location: ROCKER FLYING J Facility Code: 28472

122000 N Browns Gulch Rd
Rocker, MT 59701 Silver Bow

System Facility 1D:47-09893

Last Inspected On: 11/02/2020

Operating Permit Renewal Date: 02/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocker 3 Town Pump LLC

4064976700

Operator Contact: Trent Biggers

Report Created: 11/1/2022
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Owner/Operator: Rocker 3 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Ball Float
Valve;Flapper
Valve

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Statistical Statistical
Inventory Inventory Yes
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Ball Float
Valve;Flapper
Valve

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

04/12/2012

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Statistical Statistical
Inventory Inventory Yes
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Ball Float
Valve;Flapper
Valve

Fiberglass Fiberglass
04/12/2012 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Statistical Statistical
07/21/2021 09/06/2014 Inventory Inventory Yes
Reconciliation Reconciliation
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Overfill Test Date

ATG Type

Gilbarco-Veeder

Root/TLS-350

LRl SCEtelels 18 Tank Age 10 Eg?el:( Tl fze 04/12/2012 Tank Material Eigiirfglrizsd Plastic Piping Material Eigii;glracsésd Plastic Overfill Types Flapper Valve
Tag Number 5305 Spill TestDate 077212021 pibind Installed = 5g56/50,4 Lk ion Double-Walled — abind Double Walled  AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Eg:ktrggitg(l:‘tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date ?ggtk g’ei‘?;ng ap Eég](alir))ét-(l;irt]ilt()n I(;?:rt_is?ilili_(ia’lIJS BgtTe gtri)(l) rl:’ipe Icr:l?grt;?iltji_glljs Vapor Recovery Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring === Monitoring T
Capacity 30000 ATG TestDate  07/21/2021 e Tightness pecondary Tank ﬁwt\?grsntl)cril _ Secondary Plpe ﬁ]t\?grsm:fr?/l ‘ Energy Act Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Reconciliation [N

Overfill Test Date  07/21/2021 ATG Type Gilbarco Veeder
fank Code 0 Tank Age 10 Bg?elf e 04/12/2012 Tank Material Eigiirfglraczsd Plastic Piping Material Eigii:‘glrisesd Plastic Overfill Types ggil\;g!gfgpper
TagNumber 5306 | SpillTestDate  o7i21p021  PPIm@mstalled o700, Tak o ooewales  PRING oopewales  AST N
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _?;é:sggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date Egtkg’;{);ng €p E;!?(agétzac?ilgn ﬁ(t)g:;rt]iltjigrs Egtne]gtri){) rl?ipe I(?ft)enrt;rt]iltji_g?s Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoring T

. . Statistical . Statistical

Capacity 8000 ATG TestDate  07/21/2021 e Tighiness e Al invemory STy e nveory - Energy Act Yes

Overfill Test Date  07/21/2021 ATG Type Cllbarco:veedler
VS ERe 20 Tank Age 10 EZ?g Ttz 04/12/2012 Tank Material Eigii:‘glr?:sesd Plastic Piping Material Eigii;glr?:sésd Plastic Overfill Types Flapper Valve
TeaNumber | S07  SpilTesiDme  oveigoz  pgg® " omsaoit  Conguucion  OOWeWAed  corclugion  Oeublewaled  AST oo
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _?;é:sggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date Egtkg’;{);ng €p E;!?(agétzac?ilgn ﬁ(t)g:;rt]iltjigrs Egtne]gtri){) rl?ipe I(?ft)enrt;rt]iltji_g?s Vapor Recovery Yes
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~~~ Monitoring T

. . Statistical . Statistical

Capacity 15000 ATG TestDate  07/21/2021 e Tighiness e Al invemory STy e nveory - Energy Act Yes

Overfill Test Date  07/21/2021 ATG Type Cllbarcorveedler
Uil Bl 21 T Tank Installed n Fiberglass A - Fiberglass n Ball F.Ioat

ank Age 10 04/12/2012 Tank Material Piping Material Overfill Types Valve;Flapper

Report Created: 11/1/2022

Date

Reinforced Plastic
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n Piping Installed Tank K Piping
Tag Number 5308 Spill Test Date 07/21/2021 Date 07/25/2011 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous ; . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. ) Statistical ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 07/21/2021 - Inventory " Inventory Energy Act Yes
Test Date Leak Detection Reconciliation R Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/21/2021 ATG Type ROOYTLS-350
Tank Code 23 Tank Installed . Fiberglass . . .
Tank Age 0 Date Tank Material Reinforced Plastic Piping Material Unknown Overfill Types
Tag Number 5364 Spill Test Date Piping Installed — 7/55/5411 el Double-Walled ~ HIPING None AST No
Date Construction Construction
Sump Tightness Catastrophic L.D - .
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
DEF (Not Tank/Piping CP Primary Tank . Primary Pipe .
Product Regulated) PLLD Test Date Test Date Leak Detection Not Listed Detection Not Listed Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Facility Summary in Silver Bow County in the City of Rocker
Location: TOWN PUMP INC ROCKER Facility Code: 28501
1000 Grizzly Trl Last Inspected On: 08/30/2022
Rocker, MT 59701-9646 Silver Bow System Facility ID:47-13173 Operating Permit Renewal Date: 05/31/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocker 1 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Rocker 1 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Tank Code 01 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 29 Date 06/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2635 Spill Test Date 09/09/2021 Date Construction Construction Double Walled AST No
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Report Created: 11/1/2022

06/01/1993

06/01/1993

06/01/1993

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation
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Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation
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06/01/1993

06/01/1993

06/01/1993

06/01/1993

09/09/2021 09/14/2006

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic
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Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic
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06/01/1993

06/01/1993

06/01/1993

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation
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Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation




Gilbarco-Veeder
Root/TLS-350

Fiberglass Fiberglass

06/01/1999 Reinforced Plastic Reinforced Plastic

Ball Float Valve

Mechanical Line
Leak Detector

11/01/2012

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Statistical
Inventory No
Reconciliation

Continuous
Interstitial No
Monitoring

Fiberglass
Reinforced Plastic

Approved Remote
Monitoring;Contin
uous Interstitial
Monitoring;Statisti
cal Inventory
Reconciliation

Approved Remote
Monitoring;Continu
ous Interstitial
Monitoring; Statisti
cal Inventory
Reconciliation

No



